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Project costs do not include routine boiler outage expenses such as furnace/boiler cleaning (water wash and/or explosive blasting),  
sandblasting, vacuum cleaning, scaffold installation, furnace lighting, non‐destructive tube wall examination, etc. which are completed prior to project execution.
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2010 W2010325 Primary Superheater Assembly 266,524.00     289,435.22   6/21/2010 2010‐10‐01 2010‐10‐01 1
2010 not available Pressure parts not available 316,011.00   not available not available not available 2
2010 not available Refuse Cranes not available 113,413.00   not available not available not available 2
2010 not available Submersible Scraper Conveyors (SSC) not available 506,009.00   not available not available not available 3

  
  
  

       

NOTES
1. Available documents do not specify MWC number or if this item is for both MWCs
2. This item represents maintenance costs associated with two units performed during scheduled (2 per year) & unscheduled outages. Only the total annual 
    expenditure is available and, as such, costs per project are unavailable. While this approach shows a cost greater than $100,000, it is expected that 
    individual projects would be less than the $100,000 threshold and therefore, not applicable. However, they have been included for completeness..
3.This item includes the replacement of the SSC on both boiler trains. Available document only shows a single cost total. 

Expenditure on Projects from Janury 1, 2010 to June 30, 2014




